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CHECKLIST #0425 FOR THE APPROVAL OF: 
 FOIL INSULATION 

 
 
�  Basic Requirements Checklist. 
 
� One set of the manufacturer's ‘approval document’. 
 
� A Current listing for the product by an approved independent testing agency with a follow up 

program. 
 
� Manufacturer’s brochure with specifications and application instructions. 

 
 
The following current laboratory tests and test reports in compliance with 
protocol PA 301. 
 
� Thermal performance per ASTM C-236 or C-976. 
 
� Flames spread & smoke development according to ASTM E-84. 
 
� Water vapor transmission per ASTM E-96. 
 
� Corrosivity of adhesives per ASTM D-3310. 
 
� Adhesive Performance - Bleeding and Pliability per ASTM C-1224.  
 
� Mold and Mildew per MIL-STD-810D. 
 
 
Note: 
 
If the insulation has plastic as a component, add plastic checklist to these requirements. 
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